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orifices and a gate valve in 3-inch diameter pipeline to deter- 
mine cavitation characteristics and effects of cavitation on head 
loss, discharge coefficients, pressure distribution, velocity 
distribution, and pressure fluctuations. Effects of admission of 
air downstream from the control station were also determined. 
The sizes of enlarged sections needed to prevent conduit wall 
damage downstream from gate valves operating under cavitating 
conditions were established. Conclusions were -- 1 / head losses 
across orifice stations were not significantly changed by cavita- 
tion, 21 discharge coefficients were affected i f  the coefficients 
a re  based on pressures measured at  a distance downstream from 
the orifice, 31 most of the-pressure and v6locity redistribution to 
a normal profile occurred within five pipeline diameters of the 
orifice or  valve station, 4/  easily-used cavitation index values 
were established for a mnge of orifice sizes to determine when 
cavitation would begin, and the pressure and velocity conditions 
needed to prevent it, 5 / pressure fluctuations significantly in- 
creased when cavitation occurred, particularly at  large orifice- 
to-pipe diameter ratios, 6/ under steady-flow operation a simple 
system of orifices in series could be used safely for energy dis- 
sipation, 7 1 for variable-flow systems a more complex system 
with variable-size orifices appears necessary. 
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PROGRESS REPORT ON HYDRAULIC CHAX4CTERISTICS 
OF PIPELINE ORIFICES AND SUDDEN ENLARGEMENTS 

USED FOR ENERGY DISSIPATION 

PURPOSE 

Studies of p~pelines with circular concentric orifices and control - 

valves were made to  deterinine the effects of cavitation on down- 
stream velocity distribution, pressure fluctuation, and energy 
losses, and to evaluate orifice stations and sudden enlargements 
as energy dissipators . 

CONCLUSIONS 

1. The head loss for an orifice is comparatively high and varies 

with the orifice-pipe diameter ratio, approaching 1.0 @ 1 z:) 
for small ratios and decreasing to zero for a ratio of 1.0 (Figure 2A). 

2. Most of the recovery of velocity head downstream from an 
orifice or  valve station occurs within a distance of five pipe diam- 
eters downstream of the station  figures 1, 8, and 12A). 

3. Most of the flow redistribution i s  also completed within 5 di- 
ameters of the downstream piping (Figures 8, 9, 10, and ll). 

4. Cavitation will occur downstream from orifice stations when 
the cavitation index, K, is below certain values (Figures 5, 6, 
and 7A). The values depend upon the orifice -to-pipe diameter 
ratio, o r  in the case of valve stations, the upstream and dcwn- 
stream pipe diameter ratios and upon where the pressures a re  
measured. 

5. The measured head loss across orifice stations was not sig- 
nificantly affected by the presepce o ce of cavitation 
(Figure 5). 



analyzed for possible cavitation- and any necessary remedial meas - 
ures can be taker,. 

7. Increases in bzck pressure, the admission of air, or  decreases 
in upstream head will reduce or  eliminate cavitation. 

8. The coefficient of discharge of orifices is not affected by cav- 
itation if the downstream head measurement is made at or  near 
the downstream face of the orifice (Figure 6). If the coefficient 
is based an downstream pressures measured farther from the - 
orifice, cavitation has a pronounced effect on the values. 

9. Cavitation significantly increases the pressure fluctuations 
downstream from orifices, particularly at orifice-to-pipe diam- 
eter ratios, @, of about 0. C (Figure 7D). Considerable pressure 
fluctuation is present even without cavitation. 

10. Cavitation damage in pipelines downstream :from control valves 
can be reduced or  eliminated by using enlarged pipe sections down- 
stream from the valves (Figure- 13). 

11. Air may be used in certain installations to reduce or prevent 
cavitation and its resultant damage, vibration, and noise. 

12. Limited tests show that several properly sized orifice or  valve 
stations can be used in series to safely dissipate very high heads. 
Under continuous operation at design discharge, no difficulty would 
be encountered in a simple, fixed, properly sized orifice system. 
During starting, stopping, or partial flow conditions, a simple 
system is not believed to be satisfactory and adjustable stations 
with suitable back pressure provisions appear necessary. - 

13. Multiholed orifice stations, particularly with several plates in 
series and with one or  rnorce of them adjustable to place the holes 

I 1  "in line" or  "out of line, can be very effective energy dissipators. 
Additional investigation is needed to design for large prototype 
releases under high heads. 

INTRODUCTION 

In the early part of the 17th century, Galileo discovered that the 
velocity of flow from an orifice was proportional to  the square 
root of the head on the orifice. Then, about 100 years later, 



Further developments established the basic discharge relationship 

Q = CAo V 2 g h  

for incompressible fluids, where 

Q = discharge in cfs 

C = numerical coefficient which varies with 
orifice setting 

A. = area of orifice in square feet 

g = acceleration of gravity (32.2 ft/sec2) 

h = effective head across orifice 

After the discharge relationship was established, the use of orifices 
to measure rates of flow became widespread. Standards were 
developed so that consistency and accuracy could be obtained, and 
the standards a re  mainly concerned with locations of pressure taps 
with respect to the orifice plate, orifice size with respect to pipe 
size, and shape of the orifice edge. The shape and position of the 
orifice opening within the pipeline were also considerations. 

>r 

Numerous and extensive investigations have been made throughout 
the world to  establish the relationships between these variables. . 

Most of the relationships are  well known and are  published in 
engineering literature and in textbooks on fluid mechanics (Fig - 
ures 1 and 2). It has been only reeently, however, that investiga- 
tions have been made t6 determine the effects of cavitation down- 
stream from orifices upon their flow-measuring characteristics. 1 / - 
In recent years another use of the orifice has developed wherein 
orifice stations are  used as  energy dissipators. This use requires 
that the orifice be in a pipeline which remains completely filled 
downstream from the orifice. The turbulent eddy zone created 
around the jet after it leaves the orifice and expands to f i l l  the 
downstream pipe is the source of most of the energy dissipation. 

Several factors become important when an orifice is used as an 
energy dissipator for very high heads. Consideration must first 
be given to the allowable pressure drop, or  head loss, across the 
orifice stage. 

- 'l Nefers to bibliography 
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potential; effects of cavitation on other hydraulic characteristics; 
possibilities of cavitation damage by pitting on flow boundaries; 
and the overall performance of multiple orifices used in tandem. 

Investigations of some of these characteristics of orifices, when 
used as  energy dissipators, have been conducted by the Hydraulics 
Branch, Division of Research, in Denver, Colorado. This report 
describes tests made with circular, concentric orifices, or  with a 
gate valve, placed in settings suitable for energy dissipators with 
and without cavitation occuring in the downstream pipeline. 

TEST FACILITIES 

Tests were made on three separate facilities (Figure 3). The first 
tests were made with an orifice station located in a 3-inch standard, 
wrought iron pipe with a 3.068-inch inside diameter. The orifice 
plates were machined from 118-inch-thick brass plate with the down- 
stream part of the bore relieved on a 45" cone (Figure 3, Detail C). 
The orifice diameters were 1.250, 1.750, and 2.375 inches, and the 
orifice-to-pipe diameter ratios, 8 ,  were 0.407, 0.570, and 0. 773, 
respectively. Piezometers were drilled through the pipe flanges up- 
stream and downstream from the plate to form corner taps approx- 
imating those defined by ASME Standards. 21 Additional taps were 
provided in the pipelines one conduit diameter upstream from the 
orifice and at several stations downstream. Water was supplied by 
the central laboratory pumping system and flows were measured by 
permanently installed, calibrated Venturi meters. The maximum 
head available in this test facility was 150 feet. Control valves in 
the test line permitted control of the pressures and discharges for 
the wide range of tests conducted. 

The second test facility provided much higher heads (Figure 3B). 
A single-stage pump and a high-head, two-stage pump were connected 
in series to produce heads up to 700 feet. A new orifice test section 
was constructed of 3.00 -inch-inside -diameter brass pipe and the 
orifice plates were machined from 1-inch-thick brass plates in order 
that true corner taps could be used. The thickness of the orifice 
plate within the pipe was made one-fourth inch to provide adequate 
strength for high differential pressures. The downstream surface 
of the plate was relieved on a 45' chamfer to provide a typical thin- 
edged orifice plate. Orifice diameters of 1.000, 1.625, and 2.625 
inches were used. The diameter ratios, 8 ,  were 0.333, 0.542, and 
0.875, respectively. Piezometer taps were provided in the pipe 
walls upstream and downstream from the orifice station, and flows 
were measured by a calibrated laboratory orifice Venturi meter. 



Velocity and pressure distribution measurements were made up- 
stream and downstream fram orifices in the second test facility by 
means of a 1 /8 -inch-diameter, three -holed, stainless steel, 
cylindrical pitot tube. Pairs of machined bosses with O-ring seals 
were placed diametrically opposite one another at appropriate 
stations along the pipeline and the cylindrical pitot tube was inserted 
through them. Thus, the instrument extended through both sides of 
the pipe and received adequate,support to withstand the hydraulic 
and dynamic loads for most of the tests. The instrument was 
positioned and held in place by a support that encircled the pipe 
(Figure 4). A scribe mark on the instrument body was alined with 
graduations 0.1 a machinists' scale on the support to position the 
pitot openings at the desired point across the passage. The tu5e 
was rotated to obtain equal pressures in the two static pressure 
openings and then clamped in position. Any angularity in flow 
about the axis of the tube cylinder was shown by the calibrated 
pointer at the top of the tube. 

The third test facility used a gate valve as  a variable-opening 
orifice (Figure 3C). Water at heads up to 500 feet was supplied to 
the test valve; upstream and downstream control valves permitted 
control of the pressures and discharges during tests. Piezometers c 
were provided in the 3-inch, 300-pounds-per-square-inch valve body 
downstream from the seat rings and in the upstream and downstream 
pipes. Flows were measured by a standard laboratory orifice- 
Venturi meter. 

The likelihood of cavitation erosion in enlarged pipe sections down- 
stream from the control valve also was tested by placing concrete- 
lined pipes in the regions of cavitation collapse (Figure 3C). A 
mix of 1 part cement, by weight, to 6 parts sharp angular sand, 
with only enough water to produce a moderately s t i f f  mortar, was 
used. The mortar was tamped into place inside an 8-inch light- 
weight pipe :md screeded smooth. Curing time was usually about 
48 hours, byt difficulties of scheduling tests sometimes made the 
cure time as  much as  96 hours. The test duration was 6 hours. - 
Pressure measurements were first made with high-quality, cali- 
brated Bourdon gages. However, results were not sufficiently 
accurate and final measurements were made with a fluid pressure 
scale and with mercury-filled U-tubes. In all cases, the head 
differential across the orifice was measured with a mercury U-tube. 
This required a tube about 10 feet high in the high-head, high- 
velocity tests. Corrections were made for the net height of the 
water columns on the mercury columns to obtain the true differ- 
ential pressure. 

Photographs were taken through sections of transparent plactic pipe 
to record the cavitation clouds within the flow. Photographs were 



obtained by means of strobe lights with duration times of about 
1 / 10,000 second. Motion picture records at rates up to 3,000 
frames per second were also taken. 

INVESTIGATION 

General Characteristics - -No Cavitation 

Sudden enlargements--The flow in a pipeline just downstream from 
an orifice i s  an example of flow into a sudden enlargement. In such 
cases, the flow phenomena related to a submerged jet are applicable, 
and substantial dissipation of energy takes place. The head loss is 
adequately expressed by the Borda formula, 

where V j  is the jet velocity and V2 is the velocity in the downstream 
pipeline. 3 / This dissipation of energy is accompanied by substantial 
and rapid-pressure fluctuations, particularly if high-velocity flows 
occur. 

Pressure distribution--The hydraulic gradeline for orifices within 
or at the end of pipelines has been well established (Figure 1A). 
Upstream from the orifj.ces, the pressure gradient follows the fric- 
tion slope except near the orifice. There the pressure r ises  until 
it reaches essentially the stagnation value at the upstream face of 
the orifice plate. The pressure then drops as  the flow accelerates 
to  pass through the orifice and with free discharge flow conditions, 
reaches atmospheric pressure. In closed pipeline flow it drops to  
a minimum at the vena contracta a short distance downstream from 
the orifice (Figure 1B). The pressure subsequently r ises  rather 
rapidly to the maximum, or  recovery, value several pipe diameters 
downstream from the orifice. The hydraulic gradient then coincides 
with the friction slope of the downstream pipe. 

Coefficient of discharpe--The relationship of coefficient of discharge 
to the orifice-to-pipe diameter. ratio has long been established for 
orifices where cavitation does not occur (Figure 2B). Reynolds num- 
ber affects the coefficients, tending to lower the coefficient a s  
Reynolds number increases. The c ient of discharge, Cd, is 
based on the equation 

Q 

where A. is the orifice area and Ho and Hx a re  the pressure heads at  



on how far the downstream tap is located from the orifice,  his-is 
due to  the extent of pressure redistribution that has occurred and . 
the friction and eddy losses encountered (Figure 6). 

Head loss--The change in static pressure from a point a short dis- 
m t r e a m  from an orifice (minimum pressure statioq) to a 
point downstream where the pressure grade reaches maximum is 
considered the loss attributable to the orifice. This loss is often 
expressed a s  a percent of the difference between the minimum 
piezometric pressure measured a short distance upstream from 
the orifice to the minimum piezometric pressure downstream 
(Figures 1A and 2A). Test data for the work covered in this report 
and based on measurements at  stations one conduit diameter upstream 
and 9 diameters downstream, for six orifice-to-pipe diameter ratios, 
agree well with the presented curve (Figures 2A and 5B). 

The loss can also be expressed in terms of velocity head, such as  

HL = KL($) where HI. is loss in feet, KL is loss coefficient . 

applicable-to the orifice, and Vo is the average velocity based on 
orifice area. The value of KL w i l l  vary depending on the orifice 
pipe diameter ratio and the Reynolds number. 

Cavitation Potential of Orifices in Pipelines 

The jets flowing from orifices into filled pipeliries (sudden enlarge- 
ments) represent cases of extreme separation where, in addition to 
the expansion and diffusion of the main jet, there i s  the generation 
of secondary flow and countless small eddies and vortices. The 
pressures within the eddies will be appreciably below that of the 
surrounding fluid, particularly when the velocity of orifice efflux 
is high. These low pressures can quite easily reach the vapor 
pressure of the water and vapor pockets or  cavities wi l l  form. 
When this occurs, cavitation has started. An increase in flow 
velocity and/or a decrease in ambient line pressure will intensify 
the formation and the subsequent violent collapse of the vapor pockets 
and produce more severe cavitation. Conversely, a decrease in 
velocity and/or an increase in the downstream line pressure will 
reduce o r  eliminate the cavitation. 

Measurements made on a variety of orifice-to-pipe diameter ratio 
systems at operating heads up to 600 feet and differential heads 
up to 300 feet have helped to determine the operating conditions 
for incipient cavitation (Figures 5 and 6). To make these deter- 
minations, particular attention was given to the conditions of 



(1) Cavitation definitely audible, (2) cavitation audibility ques- 
tionable, and (3) cavitation definitely not audible. The second 
conditio~, although difficult to delineate, was very usefui in 
determining, Ki, the value for incipient cavitation. The general 
index value, K, is expressed by the formula 

K = R  
H2 - Hv 

T -H2 

where H2 is downstream pipeline pressure at selected points', Hv 
is the vapor pressure of water relative to the atmosphere, and HT 
is the total head upstream from the orifice. The cavitation data 
were also expressed in the form 

where Vo is the average velocity through the orifice, for comparison 
with certain data of other organizations. 

The index value where cavitation just starts, K i  or  Kdi, for a given 
orifice w i l l  vary depending on the station at which the reference 
pressure is measured. The values appeared comparatively constant 
(between 0.45 and 0.6) when based on pressures upstream from the 
orifices and at the downstream flange taps (Figure 6). The values 
varied up to about 2.0 when based on downstream pressures meas- 
ured at taps located five or  more pipe diameters downstream where 
the velocity distribution becomes more uniform (Figures 5 and 6). 

Average values of K i  for various orifices-to-pipe diameter ratios 
are  shown by the upper curve or dashed line in Figure ?A. With this 
relationship established, it is possible to determine the downstream 
pressure required to prevent cavitation and its inherqnt noise and 
vibration for given discharges and upstream conditions. 

Incipient values, Kdi, for the parameter using velocity head instead 
of pressure difference in the denominator were also determined by 
listening for the first sounds of cavitation (Figure 7B). The curve 
formed by these values is higher than the curve based on the occur- 
rence of vapor pressure immediately downstream from the orifices, 
and on the Borda loss. This higher curve shows that cavitation occurs 
before vapor pressure is registered at flange o r  vena contracta taps. 
Such an occurrence is in accord with the concept of vapor formation 
in the much lower pressure regions within eddies and vortices created 
in the diffusion process. 

General Characteristics - -Cavitation Present 

Pressure and velocity distribution--With fully developed turbulence 
and a given orifice and pipeline arrangement, the flow pattern 



geometry in the pipe does not change appreciably with changes in 
discharge or  pressure, provided the downstream pipe is kept under 
sufficient back pressure to assure that the jet is surrounded by 
water (Figures 7C and 8A). Thus the coefficient of discharge for a ' 

given orifice-to-pipe diameter ratio will be constant for given tap 
locations as long a s  this operating condition exists. The ~ u m e r i c a l  
value of the coefficient will, however, be determined by the posi- 
tion of the chosen tap along the pipelke, and hence theSchang- 
ing hydraulic gradeline (Figure 1B). The position of the upstream 
tap is the least critical because the pressure gradient immediately 
upstream from an orifice changes relatively little. However, due 
to the rapid change in pressure gradient downstream from the ori- 
fice, the location of the downstream tap has considerable effect on 
the discharge coefficient. 

When the downstream pressure is not high enough to maintain liquid 
water around th6  iet, cavitation begins and the flow pattern and 
pressure distribuLon change (Figure 8). As the pressure is lowered 
past the point of incipient cavitation, an envelope of cavities forms 
around the jet (Figures 9, 10, and 11). Further lowering of the 
pressure causes the envelope to grow and to extend downstream to 
alter the flow geometry and pressure distribution. In the extreme 
case, not shown in Figure 8, the envelope occupies most of the pipe 
cross section for a distance of many i e diameters downstream P from the orifice. In such cases, the 'zone of recovery, " where the 
jet dissipates and uniform pipe flow is r e  -established, is moved well 
downstream (Figure 7E). 

Detailed velocity profile measurements were made St Stations 1, 2, 
3, 4, 5, and 9- 1 / 3 pipe diameters downstream from the 1.625-inch 
orifice ( /3 = 0.542) in the 3 -inch test facility (Figure 8). The velocity 
profiles show the turbulent recirculation downstream from the orifice 
plates and the rapid change from high velocity at  the orifice to the 
lesser velocity in the pipeline. Most of this change in velocity occurs 
within four to five pipe diixmeters. There was little change in the 
velocity distribution when the cavitation conditiorrs varied from light 
to heavy, i. e., between K values of 0.573 and 0.067 (Figures 8B 
and 8C). A-' ,* 

Although not delineated in these tests, the length of flow passage in 
which the velocity reduction takes place may increase materially 
a s  K decreases below the 0.067 value and vapor pressure surrounds 
the jet downstream from the orifice (Figure 7E). 

The characteristic of rapid flow redistributiun and rapid reduction 
in velocity was noted in tests made in recent years on a pressure 
reducing plant for a water power station. 4 /  In this case the enlarge- 
ment, which consisted of a needle valve 0T9 meters in diameter 
discharging into a section of pipe 3 meters in diameter and 18 meters 



long, performed very effectively. The fact that the energy dissipa- 
tion and velocity redistribution take place in such a short distance 
makes the sudden enlargement principle a useful and economical tool. 

An observation made during velocity measurements in the pipe 
downstream from the orifices is of particular interest. A cylin- 
drical pitot tut 2 one-eighth inch in diameter was used for making 
velocity traverses across the pipe at the several stations noted 
previously. When inserted at distances of 1 and 2 diameters down- 
stream from the orifice and with back pressure to  prevent cavita- 
tion, the pitot tube was snapped in two within a few seconds. At 
first i t  was thought that high velocities were the primary cause of 
failure. However, when the back pressure was reduced to induce 
slight o r  severe cavitation, the measurements were made without 
difficulty. It was later concluded that at back pressures which 
precluded cavitation, the natural frequency of the tube and the perio- 
dicity of the Von Karman vortex street forming downstream from 
the tube were in resonance and caused extreme vibration and rapid 
failure of the tube. 

Pressure fluctuations--The energy dissipation in the pipe, where the 
jet from the orifice ekpands and is surrounded by a zone of highly 
turbulent flow, is accompanied by highly fluctuating pressures. 
These pressure fluctuations can induce objectionable vibrations in 
lightweight structures, particularly if the natural frequency of the 
structure corresponds to  that of the pressure fluctuations. Intense 
noise and vibratioa will occur when cavitation occurs in the turbulent 
zone. 

To determine the magnitude and nature of the fluctuations, pressure 
cells were connected to piezometer taps in the pipe walls downstream 
from different size orifices in a 3-inch pipeline. Tests were made 
at heads up to 600 feet with varying degrees of cavitation. 

Pressure cell records showed that pressure fluctuations existed in 
the flow upstreak from the orifices. Part  of this fluctuation was 
attributed to the pumping system and the remainder was attributed to 
disturbances caused by the flow in the sudden enlargement downstream 
from the orifice. Although it was not possible to isolate the pump- 
induced vibrations from the data, interesting conclusions concerning 
pressure fluctuations in the recovery zone beyond the orifice were 
nevertheless possible. 

In general, for values of fi below 0.6, the pressure fluctuation 
coefficients, HF, attributed to the orifices were about 0.5 (Figure 7D). 
This coefficient is based on the equation 



where AH = pressure fluctuation (feet of water) 
C 

hvo = velocity head at orifice (feet of water) 

hvp = velocity head in downstream pipeline (feet of water) 

F o r  values of @ higher than 0.6, the'pressure fluctuation coefficients 
increase rapidly to a value of about 3.0 at @ = 0.8. It appears that 
for high 6 values where large pressure fluctuations occur, there is 
greater danger of cavitation erosion. Thus, enlargements with these 
6 values may not be suitable a s  energy dissipators. From Figure 7, 

it appears that a j3 value of about 0.5 would be optimum for good energy 
dissipation without damage to the conduit. This conclusion is supported 
by the fact that flow conditions with a cavitation index of less than 0.08 
are  required to produce damage on the downstream conduit walls of a 
valve installation having an upstream-to-downstream pipe diameter 
ratio of 0.50 (Figure l3B). 

Head loss--The head loss, expressed by the coefficient KL, and 
measured from a station one pipe diameter upstream from the ori- 
fice to stations 9 and 12 pipe diameters downstream, was not signi- 
ficantly affected by the presence or  absence of cavitation (Figure 5B). 
Even violent, jarring cavitation did not cause a noticeable change in 
losses, and the losses based on the above parameters closely followed 
the curve in Figure 2A. This is in agreement with results reported 
in studies of a European energy absorber design. 4 /  - 
Coefficient of discharge--Coefficients of discharge based on taps that 
a re  affected by gradient changes due to cavitation will deviate from 
standard valuesfor those taps (Figure 6). As the cavitation envelope 
below an orifice lengthens due to  decreased back pressure and the 
recovery zone moves past the downstream tap, the pressure at the 
tap is lowered. An apparent increase in differential head between the 
upstream and downstream taps occur, even though there is no change 
in the pressure immediately downstream from the orifice and no 
change in discharge. The result is a decrease in coefficient (Fig- 
ure 6). As the cavitation envelope extends and vapor pressure 
reaches the downGream tap, the coefficient again becomes constant 
and has a value equal to that for flange taps. 

The flow geometry from the orifice to the vena contracta remains 
essentially the same regardless of downstream pressure. Thus, 
discharge coefficients based on taps located at or  upstream from 
the vena contracta will not be significantly changed by the presence 
of cavitation downstream from the orifice. This explains why the 
coefficient of discharge is essentially constant for flange taps 
regardless of the degree of cavitation. 1/ - 



Multiple orifices in series --The relatively high loss 2s associated 
a sudden enlargements such a s  orifices ir, pipelines, 5 / 61 and 
the short length of enlarged section required to redistribxtrthe 
flow, suggested that head reduction and energy dissipatlon could 
be effectively accomplished by using orifices in series. 

One use of multiple enlargements in series to  safely dissipate high- 
velocity flow involved placing two orifices of the same size in a 
pipeline leading to the cooling system of an electrical transformer 
unit. 6 / The problem consisted of determining the optimum positions 
and spacing of the orifice and valve coinponents to give satisfactory 
reduction in head from 185 to 70 feet without severe cavitation 
o r  vibration for 0.3 to 1.3 cubic feet per second of cooling water 
flowing continuously. The multiple enlargements were obtained by 
placing two 2.086-inch orifices in a 3-inch pipeline, together with a 
plug valve for flow regulation. The orifice-to-pipe diameter ratio 
was 0.695. 

Tests showed that the plug valve should be placed upstream from the 
orifices where considerable back pressure existed, and that the space 
between the components should be about 15 inches, or  5 diameters 
of the 3-inch pipe. The pressure gradient in the system showed that 
head recovery was completed within the 5 diameters, and that the 
loss for one component was not influenced by the other components 
(Figure 12A). These conclusions were verified by visual observa- 
tions and still and high-speed motion pictures of conditions in trans- 
parent pipe sections downstream from orifices (Figures 9, 10, 
and 11). 

Cavitation at the orifices can be avoided by supplying sufficient back 
pressure to  prevent pressures downstream from the orifices from 
resching vapor pressure. Thus, a series of orifices, o r  other 
sudden enlargements, coulrl be used in stages to dissipate energy 
from high heads, and cavitation and vibration could be eliminated 
when sufficient back pressure was provided at each stage to prevent 
the occurrence of vapor pressure. If sufficient back pressure is not 
available o r  is not desired, cavitation can be permitted without fear 
of erosive damage to the pipe walls if  the pipe is made sufficiently 
large, o r  if a i r  is admitted. The downstream pipe size required to 
prevent damage, and the effect of a i r  admission, a re  discussed 
subsequently. 

The principle of successive enlargements can be applied to the 
dissipation of energy in turbine bypasses. The number of stages 
could be deter-mined so that there would be no cavitation in the last 
stage. A series of-sirrrultane~usl~ operated needle valves spaced 
about five pipe diameters apart in a pipeline would be an effective, 



variable-sized orifices, might be used depending on the nature of tKe 
installation and whether or  not some satisfactory method, perhaps 
based on the type of variable orifice used, could be developed for 
starting and stopping flow in the system. This factor of safely start- 
ing and stopping the flow is sometimes overlooked in designing sys- 
tems, and is obviously of the utmost importance with respect to 
cavitation at the primary control point. An ideal bypass facility 
might be developed using the variable orifice and the principle 
depicted in Figure 12B. 

Multihole orifice plates in series --The Bureau of Reclamation\has 
not yet performed research in the field of multihole orifice pl&es 
or eccentric orifices: The possible use of such plates in series for 
dissipating energy and bypassing water under high heads is to be 
considered a s  a part of the research on sudden enlargements now in 
progress. Some excellent work on this subject, using circular holes 
and slots, has already been accomplished by others. 71 Multihole- 
multiplate orifices can be used very effectively for drssipating energy 
in a compact facility. Rotation of multiholed orifice plates to  the 
11 misalined" position increases losses and permits compactness by 
closer spacing of the plates. To date, no large-scale, high-head 
structures have been built using this principle. 

Oversized pipe downstream from valves--A control valve with an 
oversized downstream pipe constitutes a special orifice where the 
size and shape of the opening vary. Tests were made to determine 
the size of the larger pipe needed downstream from the valve to 
prevent cavitation damage on the pipe. General investigations were 
first made with a 3-inch gate valve at heads up to 500 feet (Fig- 
ure 3C). It was determined that the cavitation index for incipient 
cavitation damage for conventional gate valve installations with Go 
enlargement downstream ( 8  = 1.0) was about 1.0 (Figure 7F). 
Use of an enlarged section 1.5 times the diameter of the valve 
( 6 = 0.67) lowered the cavitation index for incipient damage to 
0.15 (Figure 13B). Further increase in downstream pipe sizes 
(reductions in p ) caused further lowering of the incipient damage 
cavitation index, and better protection from damage. 

The above high-head tests were restricted to gate openings of 16 per- 
cent or less  because of pump limitations. New facilities of greater 
capacity a re  being prepared so the studies can be extended. 

In lower-head studies of a design for specific project use, tests 
were made with an 8-inch gate valve followed by a 14-inch-diameter 
pipe (Figure 13A). - 81 A r iser  pipe extended upward from the 14-inch 



diameter test  section was lined with & easily erodible 
- 

cement mortar and the valve was operated at large and small open- 
ings at  a 150-foot head'. The diameter ratio, f3 , was 0.58. Tests 
showed that the lining was not damaged under any test condition, 
including sustained operation at a cavitation index value of 0.25. 
~ x t e n s i v e  use of this design has subsequently been made for 
releasing irrigation water at heads up to 125 feet. 

Effect of air--The continuous admission of small amounts of air to 
€he pipeline immediately downstream from an orifice o r  valve. was 
extremely effective in eliminating cavitation damage and reducing 
vibration and noise. In the case of the concentric orifices, the air 
could be admitted through any one of the circumferentially placed I I 

11 16-inch-diameter piezometers near the orifice plates with equal 
and dramatic effectiveness. With the valve, best results were 
obtained when a i r  was admitted into the bottom of the gate body just I 

downstream from the seat rings. Good results were also obtained 
when a i r  was admitted in the bottom of the pipeline immediately I 
downstream from the valve. Admission of air to  the sides of the 
pipeline was less  effective, and air  admission at the top was least 
effective. In all cases, however, the reduction in damage, vibra- 
tion, and noise was pronounced. The quantities of air were not 1 
measured, but appeared to be a small percent of the waterflow. 
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FIGURE I 

A. DIAGRAMMATIC REPRESENTATION OF FLUID FLOW THROUGH A 
THIN - PLATE ORIFICE SHOWING POSITIONS OF PRESSURE TAPS 
IN COMMON USE AND THE RELATIVE STATIC PRESSURE 

P I P E  D I A M E T E R S  

8. POSITION OF MINIMUM STATIC PRESSURE 
From: ASME Research Report on Fluid 

Meters, 1959 

O R I F I C E S  AND VALVES IN P I P E L I N E S  
\ 

PRESSURE DISTRIBUTION AT TYPICAL ORIFICE STATIONS 
NO CAV l TAT ION 



FIGURE 2 
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where : HZ = Highest pressure downstream from orifice 
4 = Lowest pressure upstream from orifice 
H, = Lowest pressure'downstreom from orifice 

U) 0 - Data from tests covered in this report. 
0 
-I 

0.4 t (jurve from "Fluid Meters - Their Theory and ~ppl icot~on" 
1919 -DO 50.  
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A. LOSS COEFFIC IENT VS D IAMETER RATIO 

19 = *VDP 

B. COEFFICIENT O F  DISCHARGE VS D I A M E T E R  RATIO 

. . . -. .. ... ". . 
ORIFICES AND VALVES IN PIPELINES 

LOSS AND DISCHARGE COEFFICIENTS FOR TYPICAL ORIFICES 
NO CAVITATION 



F I G U R E  
R C I O I T  RTD. 

Dmm&r 
E I l n s h r  tWS 

ORIFICE STATION 

8' VOlVe. 
DETAIL A DETAIL t 

6' VOIW. 

A. FACILITIES FOR 0.407, 0.570 AND 0.773 DIAMETER 
RATIO ORIFICE TESTS 

Jiometer 
piezou-ter tops 

- 

DETAIL B 
Bossec for mounting ! 
cylindric01 piint tube lor / 
relocitv ond oressure I DETAIL C' 

\. 

8. FACILITIES FOR 0.333.0.542 AND 0.875 DIAMETER . 
RATIO ORIFICE TESTS 

ARRANGEMENT FOR PRESSURE MEASUREMENTS 

,,Sections l m d  r l t h  concrete mortor. 
/ Inside d~ometers = 4 SO', 5 25.. 

ARRANGEMENT FOR CAVITATION-EROSION TESTS . . .. .. 
C. FACILITIES'FOR GATE LYALVE TESTS 

ORIFICES AND VALVES iN PIPELINES 
SCHEMATIC DIAGRAMS OF TEST FACILITIES 



Figure 
Report 

A. Orifice test facility with 1 /8 -inch-diameter cylindrical 
pitot tube installed for measuring velocity and pressure 
distribution. 

B. Detailed view of instrument holder and bostree through 
which the tube is inserted. 

ORIFICES AND VALVES IN PIPELINES 

Facilities for Orifice Tests with p = 5.333, 0.542 and 0.875 
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HI = Pressure head a t  upstream flange tabin feet. Vo=Average velocity through orifice, in feet per second. 
H,=Presswe head at doanstream flonge taRinteet. Ao=Area of orificr,in square feet. 
H,= Vapa pressure of voter, in feel. Q %Rate of tlow,in cubic feet per second. Kd 5 N,-H, 

v,r/ 2g 

Is=O.407 1 I I 1 1 I 1 1 1 0  " 1  y - 
I 0 . 2  0 I 0.L2 o.? 
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0 . k  o!l . I2 

CAVITATION INDEX ( K d )  

A. VARIATION OF DISCHARGE COEFFICIENT,Cd,WITH CAVITATION INDEX, Kd 
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CAVITATION INDEX (K) 

tio-H; Hz-!iv 
K, = - and A=- Where : Hou Pressure head I dia. upstream PIdo 

Ho -"I H~-He HI= Pressure head I dia. downstream Dp. ,  -, 
I 

Hi= See notes on graphs I 
Ki and r(di cavitation index volues where H,=See notes on graphs 

cov i ta t~on just becomes oud~ble. Hv=Vapor press. of water relative 
to atmosphere 

HI= Total upstream head 

8. VARIATION OF LOSS COEFFICIENT, K L ,  WITH CAVlTATlON INDEX, K 

ORIFICES AND VALVES IN PIPELINES 
EFFECT OF CAVITATION ON ORIFICE LOSSES 



FIGURE 6 

/3 = 0.773 Q 

1.08 AoJG-e 
K;= Cavitation index where cavitatim becomes audible. 
Hi= Pressure head one diameter upstream. 
Hf Totc! upstream head (pressure plus velocity). 
Hf Vapor pressure of water relative to  atmosphere. 
I+= Dawnstream pressuie head a t  location noted 

below (feet of water). 
Cd=Coefficient of discharge. 
A# Area of orifice in square feet. 
0 7 K and Cd basedon heads one pipe diometer upstream 

and 1:.7 pipe diameters downstream from orifice. 
0 - K and Cd based cn heads one pipe diameter upstream 

and 4.9 pipe diameters downstream from orifice. 
:* - K and Cb based on heads one pipe diameter upstream 

I and 0 .7  pipe diometer downstream from orifice. 
- K and Cd based on heads one pipe diameter upstream 

from orifice and a t  downstream flange. 
- Flag up signifies cavitation not audible. 

f? -,Flag down signifies covit~tion audibility questionable. 

0.8 1.0 1.2 1.4 1.6 1.0 2.0 2.2 2.4 

CAVITATION INDEX ( K )  
i w .e4 

I! 
IL 
IL 
w .80 
0 
0 

.76 

:r 2 

1 ,r I I !Ki 1 *!--i-Cavitation envelope affecting pressures 
.68 I I I I , - -at  4,s and.11.7 D piezometer taps. 

- .- 

CAVITATION INDEX ( K ) 
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ORIFICES AND VALVES iN PIPELINES 
EFFECT OF CAVITATION ON COEFFICIENT OF DISCHARGE 

WlTH VARIOUS DOWNSTREAM PRESSURE TAPS 



FIGURE 7 
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B,s AREA OF JET AT VENA CONTRACTA 
AREA OF PlPE 

A. CAVITATION POTENTIAL OF ORIFICES 
IN A PIPELINE 

E l '  

x / ~  
C. VELOCITY REDISTRIBUTION IN  PlPE 

DOWNSTREAM FROM ORIFICE - GENERAL 

DAMAGE DISTANCE DOWNSTREAM - PIPE DIAMETERS 

E. DISTANCE OF CAVITATION DAMAGE 
JOWNSTREAM FROM VALVE 

B. CRlTlCAL CAVITATION NUMEER Kdi FOR 
ORIFICES AND FLOW NOZZLE 

D. PRESSURE FLUCTUATIONS DOWNSTREAM 
FROM ORIFICES IN PIPELINES 

F. CRITICAL CAVITATION INDEX FOR GATE 
AND GLOBE VALVES 

ORIFICES AND VALVES IN PIPELINES 
CAVITATION POTENTIAL, GENERAL VELOCITY DISTRIBUTION, AND PRESSURE 

DISTRIBUTION AT ORIFICE AND VALVE STATIONS 





Figure 9 
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A. Moderately heavy cavitation - K = 0 .54  
HT = 145 feet, H2 = 33 feet 

B. Moderately heavy cavitation - K = Q1 42 
HT = 154 feet, H2 = 27 feet 

Exposure time 11 10,000 second 
Lighting from top and bottom 
Hz measured 16D downstream from orifice 

ORIFICES AND VALVES IN PIPELINES 

Photographs of Cavitation Downstream irom an Orifice 
1.625-inch Orifice in a 3.000-inch Pipe 





Figure I I 
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FIGURE 12 
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+LVE c2.086" DIA. ORIFICES y3" STD. PIPE <VALVE 

E X P L A N A T  I O N  
C A L C U L A T E D  CURVES 
OBSERVED POINTS- 

0 - Q = 1.32 C.F.S. 
x - Q = 1.36 C.F.S. 
A - 9  - 0 .222ces .  

LENGTH IN INCHES 

A. HYDRAULIC GRADIENT FOR ORIFICES IN  TANDEM IN PIPEL; NES 

B. PRESSURE REDUCER FOR T U R B I N E  BY-PASS, 
N E E D L E  VALVES IN  SERIES 

ORIFICES AND VALVES IN PIPELINES 
MULTIPLE ORIFICES IN SERIES 



FIGURE 13 
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A. CONCRETE LINED T-SECTION AS SUDDEN 
ENLARGEMENT BELOW GATE VALVE 

-..---3"-250 psi.  ate v o e e  16 * open I 1 
,' .' ,..---Concrete -lined t e s t  pipe 

Dl., 

HI--' 
'-3" Standard pipe (4) 

( HT= H I + H V E ~ . = ~ O O  feet. ) 

Test durotion-6 hours. I 

CAVITATION I N D E X ,  K 

f4. EFFECT OF ENLARGEMENT SIZE ON CAVITATION DAMAGE INDEX 

ORIFYCES AND VALVES IN PIPELINES 
ENLARGEMENTS DOWNSTREAM FROM GATE VALVES 
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ABSTRACT 

Tests were made at  heads up to  500 feet with circular concentric 
orifices and a gate valve in a 3-inch diameter pipeline to  deter- 
mine cavitation characteristics and effects of cavitation on head 
loss, discharge coefficients, pressure distribution, velocity 
distribution, and pressure fluctuations. Effects of admission of 
air downstream from the control station were also determined. 
The sizes of enlarged sections needed to  prevent conduit wall 
damage downstream from gate valves operating under cavitating 
conditions were established. Conclusions were--11 head losses 
across orifice stations were not significant1 changed by cavita- 
tion, 21 discharge coefficients were affectedrif the coefficients 
a r e  based on pressures measured at a distance downstream from 
the orifice, 31 most of the pressure and velocity redistribution to 
a normal profile occurred within five pipeline diameters of the 
orifice o r  valve station, 41 easily-used cavitation index values 
were established for a range of orifice sizes tr. determine when 
cavitation would begin, and the pressure and velocity conditions 
needed to prevent it. 51 pressure fluctuations significantly in- 
creased when cavitation occurred, particularly at  large orifice- 
to-pipe diameter ratios, 61 under steady-flow operation a simple 
system of orifices in ser ies  could be used safely for energy dis- 
sipation, 71 for variable-flow systems a more complex system 
with variable-size orifices appears necessary. 

ABSTRACT 

Tests were made at heads up to 500 feet with circular concentric 
orifices and a gate valve in a 3-inch diameter pipeline to deter- 
mine cavitation characteristics and effects of cavitation on head 
loss, discharge coefficients, pressure distribution, velocity 
distribution, and pressure fluctuations. Effects of admission of 
a i r  downstream from the control station were also determined. 
The sizes of enlarged sections needed to prevent conduit wall 
damage downstream from gate valves operating under cavitating 
conditions were established. Conclusions were--11 head losses 
across orifice stations were not significantl changed by cavita- 
tion, 21 discharge coefficients were affectedrif the coefficients 
a r e  based on pressures measured at  a distance downstream from 
the orifice. 31 most of the pressure and velocity redistribution to 
a normal profile occurred within five pipeline diameters of the 
orifice o r  valve station, 41 easily-used cavitation index values 
were e~tablished for a range of orifice sizes to determine when 
cavitation would begin, and the pressure and velocity conditians 
needed to  prevent it, 51 pressure fluctuations significantly in- 
creased when cavitation occurred, particularly a t  large orifice- 
to-pipe diameter ratios, 61 under steady-flow operation a simple 
system of orifices in series could be used safely for energy dis- 
sipation, 71 for variable-flow systems a more complex system 
with variable-size orifices appears necessary. 

ABSTRACT 

Tests were made at  heads up to 500 feet with circular concentric 
orifices and a gate valve in a 3-inch diameter pipeline to deter- 
mine caviiation characteristics and effects of cavitation on head 
loss, discharge coefficients, pressure distribution, velocity 
distribution, and pressure fluctuations. Effects of admission of 
a i r  downstream from the control station were also determined. 
The sizes of enlarged sections needed to prevent conduit wall 
damage downstream from gate valves operating under cavitating 
conditions were established. Conclusions were--11 head losses 
across orifice stations were not significantly changed by cavita- 
tion, 21 discharge coefficients were affected if the coefficients 
are based on pressures measured at  a distance downstream from 
the orifice. 31 most of the Dressure velocity redistribution to 
a normal profile occurred i i th in  five pipeline diameters of the 
orificc -r valve station, 41 easily-used cavitation index values 
were established for a range of orifice sizes to determine when 
cavitation would begin, and the pressure and velocity conditions 
needed to prevent it, 51 pressure fluctuations significantly in- 
creased when cavitation occurred, particularly at large orifice- 
to-pipe diametel. ratios, 61 under steady-flow operation a simple 
system of orifices in ser ies  could be used safely for encrgy dis- 
sipation. 71 for variable-flow nystems a more complex iystem 
with variable-size orifices appears necessary. 

ABSTRACT - 
Tests were made at heads up to 500 feet with circular concentric 
orifices and a gate valve in a 3-inch diameter pipeline to  deter- 
mine cavitation characteristics and effects of cavitation on head 
loss, discharge coefficients. pressure distributicn, velocity 
distribution, and pressure fluctuations. Effects of admission of 
a i r  downstream from the control station were also determined. 
The sizes of enlarged sections needed to prevent conduit wall 
damage downstream from gate valves opera.ting under cavitating 
conditions were established. Conclusions were--11 head losses 
across orifice stations were not significantly changed by cavita- 
tion, 21 discharge coefficients were affected if the coefficients 
are  based on pressures measured at  a distance downstream from 
the orifice, 31 most of the pressure and velocity redistribution to 
a normal profile occurred within five pipeline diameters of the 
orifice o r  valve station, 41 easily-used cavitation index values 
were established for a range of orifice sizes to determine when 
cavitation would begin, and the pressure and velocity conditions 
needed to  prevent it, 51 pressure fluctuations dipnificantly in- 
creased when cavitation occurred, particularly at large orifice- 
to-pipe diameter ratios, 61 under steady-flow operation a simple 
system of orifices in ser ies  could be used safely for energy die- 
sipation, 71 for variable-flow systems a more complex system 
with variable-size orifices appears necessary. 
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